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ADDENDUM NO. 2

This Addendum is being issued for the purpose of modifying and/or clarifying the original Bidding
Documents dated November 30, 2012 and shall take precedence over them.

All work included herein shall be in accordance with the general requirements of the original bidding
documents, except as specifically noted herein.

This Addendum is being sent to all known plan holders, suppliers, plan rooms, and governmental
agencies having received Bidding Documents.

Supplemental Documents Issued: None

AEA Project No. 0186-12: Proposed Remodeling of 1068 Cross Street for North Country
Community Mental Health

Item No. 1: Drawing; Sheet A1: Sheet A1 – refer to Training Kitchen 105 Elevation indicating three
tall cabinets T1. Revise the Elevation Tag to read 2/A1 in lieu of 1/A1.

Item No. 2: Drawings; Sheets M2 and P3: Sheet M2 – refer to location of new ERV-1. Sheet P3 –
refer to location of existing domestic water heater. Note that the existing domestic water
heater shall be relocated to the west, along with any associated piping, as required to
accommodate the new ERV-1 and associated ductwork.

Item No. 3: Drawing; Sheet M5: Refer to specification section 15950 – Testing, Adjusting, and
Balancing. Add the following to the Pre-Approved Testing Contractors List: Northern Test
& Balance (231-492-5900) – Contact Mike Shaughnessy.

AEA Project No. 0187-12: Proposed Remodeling of 1322 Hayes Road for Otsego County Land Use
Services

Item No. 1: Drawings; Sheet E5 and E6: Per spec section 16123 Building Wire and Cable, unless
noted otherwise, minimum wire size is #10 AWG (except for receptacle circuits may be
#12 AWG). All feeders/circuits shall be sized for maximum of 2% voltage drop.

Keyed Notes EB and EF on drawing E4 on the Otsego Co Land Use Renovation project
shall be changed to: (2-#12 + 1-#12 GRD IN 1/2"C).
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